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The Fire Dynamics Simulator (FDS) developed by the National Institute of 

Standards and Technology (NIST) solves a form of the Navier-Stokes equations 

appropriate for low-speed (Ma < 0.3), thermally-driven flow with an emphasis on 

smoke and heat transport and has been shown to be capable of simulating the flow and 

temperature conditions in the vicinity of a fire [1]. In the present study, we evaluate the 

ability of FDS to simulate pressure dynamics in high-rise buildings, a pre-requisite to 

the correct simulation of smoke transport far from the fire. 

The objective of this study is to test the accuracy of FDS for determining the 

conditions throughout the entire expanse of a 40-story high-rise building featuring an 

elevator shaft and four stairwells. The output from FDS is first compared to the results 

generated by a network model called COSMO. The comparison of the two outputs 

shows that correct results are predicted by FDS. Additionally, more realistic scenarios 



  

are simulated with FDS and the results are compared with those of a network model 

called CONTAM and an in-house MATLAB program. The network model CONTAM 

and the MATLAB program do not represent the time-dependent thermal mixing 

process taking place inside the elevator shaft and the stairwells whereas FDS does. The 

comparison shows the importance of this thermal mixing process that impacts the 

pressure dynamics and smoke movement inside the building, with implications for the 

evacuation capability provided by the stairwells. 
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Chapter 1: Introduction 

1.1 Background 

With the rapid development of urbanization and civil engineering technologies, 

huge numbers of people moved into metropolitan areas and more high-rise buildings 

are constructing in large cities. According to The Skyscraper Center of the Council on 

Tall Buildings and Urban Habitat (CTBUH) [13], there are 5,148 high-rise buildings (> 

150 m) that have been constructed globally before 2020, and 685 under-construction 

high-rise buildings (> 150 m) will be completed all over the world in the next five years 

(2021 - 2026). Although the increasing quantity of high-rise buildings can meet the 

demands of urbanization, it increases the difficulty of fire protection and evacuation. 

When a fire is occurred in a high-rise building, the smoke generated by the fire can 

easily migrate inside the building and endangers peopleôs life due to its toxicity and 

heat. Therefore, it is important to understand the mechanism of smoke movement inside 

these buildings and develop smoke control strategies to protect lives. To achieve this 

goal, some large-scale experiments have been conducted. However, for the purpose of 

being cost-efficient, many computer programs have been developed. And according to 

W.Z. Black, these programs can be classified into four broad categories: zone models, 

network models, differential models and CFD models[4]. 

Zone models, such as COMIS [5], typically divided fire room into two regions: a 

lower zone without smoke and an upper zone filled with hot smoke. They are mostly 

used to simulate the conditions within a fire room and its few adjacent compartments.  
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Network models, such as CONTAM[3] and AIRNET[6], assume that every 

enclosure within the building has a uniform set of properties, so that they are suitable 

to be used to determine conditions inside large buildings, but they are usually error-

prone owing to the lack of a detailed heat transfer model.  

Differential models, such as COSMO[4], are based on the network modeling/zone 

modeling approach and combine the advantages of these two methods, so they are 

popular to be used to predict and quantify the movement of smoke during a high-rise 

building fire in fire safety and HVAC communities.  

CFD (computational fluid dynamics) models are based on the governing equations 

of fluid dynamics which utilizes numerical analysis methods and algorithms to solve 

problems involving fluid flows. They divide the domain of the problem into numerous 

cells and solve the equations for each cell, which could ensure more accurate solution 

if  the size of cells is appropriately specified.  

Fire Dynamics Simulator (FDS) [1], a CFD model of fire-driven fluid flow, will 

be used to simulate the fire smoke movement throughout the entire expanse of a high-

rise building in this study. 

 

1.2 Objectives  

The computational complexity of solving a form of the Navier-Stokes equations 

appropriate for low-speed (Ma<0.3), thermally-driven flow with an emphasis on smoke 

and heat transport makes the application of FDS ideal for determining the properties in 

the vicinity of a fire [1], but some argue that it is impractical for FDS to predicting the 

conditions in every part of a high-rise building due to its high computational expense 
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with increased cells. However, with the continuously rapid advancement of High-

Performance Computing (HPC) Cluster and Personal Computer (PC) nowadays, 

simulations with FDS can be ran quicker and quicker.  

Therefore, the objective of this study is to test the accuracy of FDS for determining 

the conditions throughout the entire expanse of a 40-story high-rise building. The 

output from FDS is compared to the results generated by COSMO. The comparison of 

the two outputs shows that correct results were reported by FDS. Additionally, more 

realistic scenarios were simulated by using FDS and the results are compared with those 

of CONTAM and a MATLAB program to demonstrate the thermal mixing process in 

FDS and increase our basic understanding of smoke movement and management in 

high-rise buildings.  

 

1.3 Pressure and Smoke Criteria 

There are different ways to adjust the pressure and control fire smoke inside high-

rise buildings, such as pressurization systems, zoned smoke control systems and 

combined systems. No matter what systems are installed in the buildings (or no such a 

system is used), safe evacuation normally requires that escape stairwell doors can be 

easily open at any time by occupants. If the pressure difference across the stairwell 

escape doors exceeds a certain value suggested in smoke control standards, it indicates 

that the evacuation of the occupants inside the buildings will be difficult.  

NFPA 92 and Handbook of Smoke Control Engineering[10] both introduce the 

equation below showing the calculation of the maximum allowable pressure difference 

between the escape stairwell and the floor spaces. Depending on different properties of 
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escape doors and different total door-opening forces, the corresponding maximum 

pressure difference can be calculated. Typically, the total average door-opening force 

is around 133 N for human, so considering a 1.22 m wide and 2.13 m high escape door 

with 25 N door closer force and 7.62 cm length between the doorknob to the knob side 

of the door, the maximum pressure difference across the door is calculated as 78 Pa. In 

addition, the International Building Code (ICC 2018, Section 909.20.5) requires that 

each interior exit stairway should be pressurized no more than 87 Pa (if the building is 

equipped throughout with an automatic sprinkler system). Hence, from a conservative 

perspective, 78 Pa will be treated as a threshold value to determine whether evacuees 

will have a hard time opening the exit doors in this study.  

 

Ўὖ
ς ὡ Ὠ Ὂ Ὂ

ὡ ὃ
ςȢρ 

where: 

A   ï escape door area (m2) 

d   ï distance from doorknob to knob side of door (m) 

F   ï total door-opening force (N) 

Ὂ  ï door closer force (N) 

W   ï door with (m) 

Ўὖ ï maximum pressure difference (Pa) 

 

Another important factor to ensure safe evacuation and the safety of occupants is 

that some spaces, such as stairwells and occupied spaces, inside the high-rise buildings 

need to be free of fire smoke. There are two ways to indicate the presence of the smoke 
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in FDS. One method is to use the visibility diagnostic function and another one is to 

use the temperature diagnostic function. Since it is difficult to have an accurate soot 

prediction of the design fire in FDS, monitoring visibility might not be a good approach 

to suggest where the hot smoke is. Hence, it is better to use a certain threshold 

temperature value to represent the indication of the hot smoke. According to some 

studies[15][16], the upper layer smoke temperature in an enclosure can range from     

35  to 500  depending on different compartment configurations, fire sizes, 

ventilation conditions, boundary conditions and so on. For this study, the fire smoke 

will be defined as the region where the temperature takes values above a critical 

threshold of 40 degrees Celsius. 

Therefore, in addition to test the accuracy of FDS for predicting the conditions 

inside the entire expanse of the high-rise building, the other two objectives of the 

simulations are: (1) evaluate whether hot air/fire smoke is spreading into the stairwells 

and will thereby endanger evacuees (by monitoring the mass flow rate from the fire 

floor to the stairwells; and by monitoring the temperature inside the stairwells); (2) 

evaluate whether the pressure difference between the stairwells and the different floor 

spaces is more than 78 Pa and will thereby make door opening difficult. 
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Chapter 2: Model Construction 

2.1 Model Geometry 

To perform a reasonable comparison, the conditions and configuration of the high-

rise building in FDS are specified practically as same as in the COSMO program 

example demonstrated in Ref. [4]. The floor plan shown in Figure 2.1 depicts that the 

building has an open construction style with 2000 m2 area on each floor, an eight-

integrated elevator shaft in the center, and four stairwells located in each corner. Figure 

2.2 provides a 3D outline of the 40-story building in Smokeview showing that the 

elevator shaft and the stairwells extend from the first floor to the top of the building. 

Note that the building is considered without pressurization systems for the stairwells 

and thus may not be compliant with codes and standards. The leaks and openings 

connecting the inside of the building to the atmosphere were specified uniformly in the 

surface of the building in the COSMO example. However, it is not necessary to specify 

the same leak distribution in FDS for the purpose of the simplification of the model 

construction and results analysis process. All leaks and openings were specified by 

using the HVAC network model in FDS. Air can enter the vertical shafts through these 

leaks and openings. In Addition, only one leakage path is specified between each 

individual space and all the leakage paths are located at the middle of each floor (The 

leakage path areas are calculated in Appendix D). This is to guarantee the same effect 

as uniform leak distribution has. The advantage of using the HVAC network model is 

that it can determine the mass flow rate through a leakage path based on the pressure 

difference on the two sides, especially when leaks are extremely small compared to the 
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size of computational cells and cannot be resolved by them. PyroSim [12], a graphical 

user interface for FDS that helps to quickly create and manage the details of complex 

models, is used to construct the configuration of the high-rise building. All the 

computational cells used in the following cases are 1 m3 cubes and the computational 

domain for each case is uniformly divided to 41 meshes calculated via an HPC cluster. 

2.2 Model Assumptions 

The fire conditions in the COSMO program example are quantified by assuming 

that the pressure rise on the fire floor is 10 Pa above the ground-level atmospheric 

pressure and that the temperature of the combustion gases on the fire floor is 700 . 

To achieve the same fire conditions in FDS, a 700  hot air supply with a constant 

mass flow rate is imposed on the first floor. The constant 10 Pa gauge pressure (defined 

as the absolute pressure with respect to the atmospheric pressure taken at the same 

elevation) on the first floor at 2 meters elevation was achieved through trial and error. 

Other major assumptions that are applied in this case are: 

 

· The flow of air throughout the building occurs steadily. 

· The thickness of all the floor slabs is assumed to be negligible (0 m) compared to 

the floor height (4 m), and they are adiabatic. In addition, there are no leaks or 

openings in the floor slabs. (Not that this follows the configuration in Ref. [4] but 

it may not be fully accurate and realistic.) However, the building roof (adiabatic) 

is assumed to be 1 m thick in order to specify the roof vents by the HVAC network 

model. 

· The exterior surface of the building is adiabatic to avoid any flow that may exist 
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around the building owing to heat transfer. 

· The interior wall surface of the building is at a fix temperature except that the walls 

on the first floor are all adiabatic for the purpose of a constant temperature and 

pressure condition. Note that the temperature of walls inside the stairwells and 

elevator shaft (40 ) is adopted from the input data in Ref. [4] for comparison but 

this value may not be realistic (22  would be more realistic). 

· Eight elevator shafts are considered as a large integrated shaft without any 

obstructions.  

· There are no stairs (obstructions) inside the stairwells. Note that the size of the 

stairwells (3 m by 3 m) is small compared with the typical stairwells size (3 m by 

6 m). 

· There is only one leakage path distributed in the walls of the elevator shaft and the 

four stairwells on each floor, respectively. In addition, the elevator shaft and the 

stairwells connect to the atmosphere only at the top of the building. 

· The building has 40 identical floors. The floor plan is shown in Figure 2.1, and 

details regarding the elevator shaft and the stairwells are listed in Table 2.1. 

 

Figure 2.1: The floor plan of the high-rise building.  
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All the FDS inputs for the case that are used to compare with the COSMO example 

are listed in Table 2.1. All the values were selected to model a realistic high-rising 

building and a severe, ground-floor fire that could possibly exist in the real world. 

According to Table 2.1, the mass release rate per unit area for the hot air is only 0.0565 

kg/(s·m2). This is to ensure the accuracy of the calculation, since FDS is only suitable 

for low-speed (Ma < 0.3) flow. Additionally, the atmospheric conditions and the 

constructions of the building, the elevator shaft, and the stairwells described in Table 

2.1 are applied to every case in this paper. It is no doubt that changes in any of the 

parameters that have a major impact on the movement of air/smoke will lead to 

different results. Therefore, conclusions drawn from each case discussed below should 

only be attributed to the specific building configuration (including the elevator shaft 

and the stairwells), and the atmospheric conditions shown in Table 2.1 with their 

individual fire condition (e.g., hot air, fuel lean, fuel rich), boundary conditions (e.g. 

adiabatic, prescribed temperatures) and scenario (e.g., closed/open doors). 

 

Figure 2.2: The outline of the high-rise building shown in Smokeview. The high-rise 

building has 40 floors with a lumped elevator shaft in the center and four stairwells in 

each corner. 
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Table 2.1: Input conditions to FDS for hot air case.  

Input variable Value 

Atmospheric conditions  

Atmospheric temperature at grounded level ī17  (winter condition) 

Atmospheric pressure at ground level 101.30 kPa 

  

óFireô conditions  

Mass flow rate per unit area of hot air supply  0.0565 kg/(sĿm2) 

Surface area of the hot air supply 54 m2 

Temperature of hot air supply 700  

Initial temperature at fire floor 700  

  

Building construction  

Building height 160 m 

Floor area in each floor 2000 m2 

Height of each floor 4 m (40 floors) 

Area of leak openings in ext. surf. of building 0.252 m2/floor 

Initial temperature of entire building 22  

Surface temperature of floors 22  

  

Elevator shaft construction  

Number of elevator shafts 8 

Number of cars in shafts 0 

Surface temperature of elevator shafts 40  

Surface roughness of elevator surface 25 mm 

Area of vent at top of elevator shafts 10.224 m2 

Area of leak openings in elevator shaft walls 0.2144 m2/floor 

Emissivity of elevator shaft surface 0.3 

Interior length and width of the integrated shaft 8 m Ĭ 6 m 

  

Stairwell construction  

Number of stairwells 4 

Surface temperature of stairwells 40  

Surface roughness of stairwell surface 500 mm 

Area of vent at top of stairwells 0.1 m2 

Area of leak openings in walls of each stairwell 0.0151 m2/floor 

Emissivity of stairwell shaft surface 0.3 

Interior length and width of each stairwell 3 m Ĭ 3 m 

 



 

 

11 

 

2.3 Design Fires 

Apart from the surrogate fire case described above, more realistic scenarios were 

also considered in this study. The design of fire is of great importance in designing 

realistic scenarios and it requires the understanding of fire growth and the reasonable 

selection of Heat Release Rate (HRR) values. 

The curve of the time variations of HRR in fire growth stage can take many shapes, 

but t-square fire equation is commonly used to describes this relationship among fire 

protection engineers. This equation is shown below: 

ὗ ‌ ὸ ςȢρ 

where: 

ὗ ï heat release rate (kW) 

‌ ï fire growth coefficient (kW/s2) 

ὸ ï time from ignition (s) 

The different fire growth coefficients are described in Table 2.2.  

Table 2.2: Fire growth constants for T-Square fire 

Fires ‌ (kW/s2) 

Slow 0.002931 

Medium 0.01127 

fast 0.04689 

Ultra-Fast 0.1878 

 

In FDS, the variable TAU_Q that is used to control the time for t-square fire to 

reach the fully developed stage can be calculated by the equation below:  



 

 

12 

 

ὸ
ὗ

‌
ςȢς 

where: 

ὸ      ï time for t-square fire to reach the maximum heat release rate (kW)  

ὗ  ï maximum heat release rate of design fire 

 

There are totally seven simulations that were conducted in this study and they are 

listed in Table 2.3. FDS cases 1 to 5 has a simulation time of 3600 s and FDS cases 6 

and 7 has a simulation time of 600 s. 

Table 2.3: Summary of scenarios that were specified in different cases.  

Cases Fire Conditions Fire 

Location 

Doors Boundary 

Conditions 

1 No fire/hot air supply 1st floor All close Fix temperature 

(Table 2.1) 

2 Hot air supply 1st floor All close Fix temperature 

(Table 2.1) 

3 10 MW t-square fire 1st floor All close All adiabatic  

4 2.5 MW t-square fire 1st floor All close All adiabatic 

5 2.5 MW t-square fire 35th 

floor 

All close All adiabatic 

6 2.5 MW t-square fire 

(60 s delay) 

1st floor All close All adiabatic 

7 2.5 MW t-square fire 

(60 s delay) 

1st floor Only the 

stairwell doors 

to the fire floor 

are open 

All adiabatic 
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Chapter 3: Results 

The results and graphs that appear in this paper were generated by FDS for a 40-

story building with 2000 m2 area on each floor that has a large eight-integrated elevator 

shaft and four stairwells during winter weather conditions. In addition to test the 

accuracy of FDS for predicting the conditions inside the entire expanse of the high-rise 

building, the other two objectives of the simulations are: (1) evaluate whether hot 

air/fire smoke is spreading into the stairwells and thereby endanger evacuees (by 

monitoring the mass flow rate from the fire floor to the stairwells; and by monitoring 

the temperature inside the stairwells); (2) evaluate whether the pressure difference 

between the stairwells and the different floor spaces is more than 78 Pa and will thereby 

make door opening difficult. 

3.1 Case 1: No Fire/Hot Air  

Stack effect is the movement of air through leaks and openings into and out of 

buildings (or structures) due to air buoyancy resulting from the temperature difference 

between inside air and outside air. The greater the difference of air temperature, the 

greater the difference of air density, and thus the greater the buoyancy force leading to 

a greater stack effect. During winter season, the warmer indoor air rises up through 

stairwells, elevator shafts, leaks and openings inside the building and escapes in the 

upper part of the building. This rising warm air reduces the pressure in the lower floor 

spaces, thus drawing cold air from atmosphere into the building through leaks and 

openings. During summer season, the stack flow is reversed, but usually weaker owing 

to lower temperature differences [11].  
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A terminology called neutral pressure plane (NPP) is directly related to the stack 

effect. It is defined as the elevation of a horizontal plane where there is no pressure 

difference between the inside and the outside, and thus the magnitude of mass flow 

rates would be zero in leakage paths at its location. Note that, in this study, the NPP for 

the floors is in terms of the pressure difference between the floors and the atmosphere, 

but the NPPs for the elevator shaft and the stairwells are in terms of the pressure 

difference between a given shaft and the floors (instead of being in terms of the pressure 

difference between a given shaft and the atmosphere). 

This section is to test whether FDS can simulate the stack effect for the high-rising 

building with the conditions shown in Table 2.1 but without the ófireô conditions. A 

representative sample of time evolutions of pressure and temperature inside the 

building is plotted in Figure 3.1. It takes about 3000 s for the quasi-steady state to be 

established in the entire building. (It is not true steady state, because the temperature 

inside the building is still slowly changing after 3000 s because of cold inflow at the 

base of the building. However, it is slow enough so that it can be treated as a quasi-

constant numerical value. The more evident temperature change on the ground floor is 

due to the greater mass flow rate through leaks illustrated in Figure 3.3.) All the results 

analyzed here are taken at a time of 3600 s.  

According to the gauge pressure and the absolute pressure distributions inside the 

building shown in Figure 3.4 and 3.5, it is apparent that the gauge pressure inside the 

floors is negative in the lower part of the building and positive in the upper part of the 

building. This leads to the air infiltration at the bottom of the building and air 

exfiltration at the top of the building which is consistent with what is shown in Figure 
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3.2 and Figure 3.3. Moreover, the pressure inside the floors is greater than the pressures 

within both shafts in lower part of the building, but less than the pressures within both 

shafts in the upper part of the building. Hence, it encourages air to spread into both 

shafts in the lower part of the building and be forced back into the floors in the upper 

part of the building as shown in Figure 3.2 and Figure 3.3. Also, the gauge pressures at 

the topmost of the elevator shaft and the stairwells exceed zero, so it is logical to predict 

that air will escape the building through the top vents in both shafts, and this conclusion 

is confirmed after examining the pressure on the two sides of these top vents. In 

addition, Figure 3.7 demonstrates that the maximum pressure difference between the 

escape stairwells and the floors is 91 Pa and the pressure difference across the exit 

stairwell doors exceeds 78 Pa above 38th floor, so it would be difficult for the occupants 

on the topmost two floors to open the fire escape doors. Hence, some pressure control 

systems are suggested to be implemented in the building even if under the normal 

condition (no fire). 

Moreover, Figure 3.7 shows the temperature distribution inside the high-rise 

building. Due to the adiabatic boundary condition and stronger stack flow on the first 

floor, the temperature inside the first floor space has a more dramatic decline and hence 

the stairwells and the elevator shaft also have a lower temperature. The temperature 

inside the stairwells in the upper part of the building reaches 37 degree Celsius, because 

of the 40 degree Celsius boundary condition and heat transfer between the gases and 

the walls. However, even though the elevator shaft has a same boundary condition as 

the stairwells does, the elevator shaft has a lower temperature in the upper part of the 

building. It is because that there is more cold air entering into the elevator shaft than 



 

 

16 

 

into the stairwells from the lower floors as shown in Figure 3.3. Additionally, owing to 

the warm air inside the stairwells pushed into the upper floors, the temperature inside 

the upper floors becomes higher than the initial condition (22 degree Celsius).  

Taken together, it is reasonable to conclude that FDS is able to model the stack 

effect in the high-rise building. Consequently, the success of simulating the stack effect 

for this high-rise building in FDS provides the basis for the smoke movement modeling 

and further validations are discussed in the following section.  
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Figure 3.1: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

80.5 m (21st floor); and (a)-(d) 156.5m (40th floor) for the case without hot air/fire. 
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Figure 3.2: The directions of flow across the entire 40-story building for the case 

without hot air/fire. The drawing shows the flow paths through the roof vents at the 

top of the stairwells and the top of the elevator shaft, and through the leak passages 

between each floor space and the exterior, the stairwells and the elevator shaft. The 

blue single headed arrows indicate the flow direction through the corresponding vent 

or leak passage and the direction is determined by examining the pressure on the two 

sides of each leaks and vents. The dotted lines indicate the locations of NPPs for the 

elevator shaft and the stairwells. Note that, for simplicity, only one stairwell is 

represented (all four stairwells are identical and play the same role in the flow 

pattern). 
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Figure 3.3: Elevation versus mass flow rate for each floor for the case without hot 

air/fire. Note that: (1) the black curve indicates the mass flow rates between the floors 

and the outside; (2) the red curve represents the mass flow rates between the floors 

and the elevator shaft; (3) the blue curve represents the mass flow rates between the 

floors and the four stairwells; (4) Negative values are inflow; positive values are 

outflow. 
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Figure 3.4: Elevation versus absolute pressure inside the high-rise building for the 

case without hot air/fire. 

 

Figure 3.5: Elevation versus gauge pressure (defined as the absolute pressure with 

respect to the atmospheric pressure taken at the same elevation) inside the high-rise 

building for the case without hot air/fire. 



 

 

21 

 

 

Figure 3.6: Elevation versus pressure differences between the stairwells and the 

floors for the case without hot air/fire. (Pressure differences = the pressure inside the 

stairwells ï the pressure inside the floors.) 

 

 

Figure 3.7: Elevation versus temperature inside the high-rise building for the case 

without hot air/fire.  
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3.2 Case 2: Hot Air  Supply Case (Surrogate Fire Case) 

The gauge pressure and temperature as a function of time within the floors, the 

elevator shaft, and the stairwells at the heights of 0.5 m (1st floor), 80.5 m (21st floor), 

156.5m (40th floor) for the conditions given in Table 2.1 are illustrated in Figure 3.8. 

According to Figure 3.8-(f), the temperature inside the first-floor space reached the true 

steady state after 1000 s. However, it is apparent that the temperature inside the other 

floors is still subjected to slow changes after 1000 s due to the gases with different 

temperatures (compared to the floorsô current temperatures) being drawn into these 

floors. Additionally, the change in the temperature has an influence on the pressure. 

Therefore, the gauge pressure at every part of building reached a quasi-steady state 

instead of a true steady state resulting in that the condition inside the entire building is 

also a quasi-steady state after 1000 s. Nevertheless, the quasi-steady state is a situation 

that is changing slowly enough so that it can be considered to be constant. Hence, the 

state of the mass flow rates through leaks between each individual space can be 

considered to be steady after 1000 s based on Eq. (3.1), because the loss coefficient (K) 

and the area of leak openings (A) are constant; and due to the relatively slow changes 

of the temperature, the density of gases (”) and the pressure difference between the two 

sides (Ўὖ) are also nearly constant. The FDS results that are plotted in this section are 

chosen at 3600 s of the simulation time.   

ά ”ϽὃϽ
ςϽЎὖ

ὑϽ”
σȢρ 

The mass flow directions through the roof vents at the top of the stairwells and the 

top of the elevator shaft, and through the leak passages between each floor space and 
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the outside, the stairwells, and the elevator shaft are drawn in Figure 3.9 by comparing 

the absolute pressure on the two sides of leaks and vents provided by FDS. It can be 

seen that the hot air generated on the ground floor enters the stairwells and the elevator 

shaft and all the way leaves the building though the top vents, and thereby the fire 

escape stairwells are potentially unsafe for occupants to evacuate. According to the red 

arrows, the floors above the 24th floor are contaminated by the hot air, thus leading to 

the fact that occupants need to evacuate out of these floors due to the polluted 

environment. Furthermore, the floors above the 36th floor is contaminated more 

seriously, because not only does hot air from the stairwells but also from the elevator 

shaft travel into these floor spaces, and no fresh air is drawn into these floor spaces 

through the floor leaks from the exterior. However, the floors below the 25th floor (and 

above the ground floor) are free of the heated air in accordance with the blue arrows. 

In this regard, these floor spaces are expected to be safe, unless the structure of the 

building is damaged by the fire. (Commonly, the structure of the second floor can be 

damaged by a real large fire happening on the ground floor, because the floor slab made 

usually by concrete for high-rise buildings can quickly absorb heat from the fire and 

then fail to work properly. Consequently, it is also important for the occupants on the 

second floor to evacuate.) (Moreover, as discussed above, the temperature inside most 

floors is still changing after 1000 s. Due to the fact that only the cold air from the 

atmosphere is drawn into the floors below the 25th floor (and above the ground floor), 

it is reasonable to predict that the temperature inside these floors will eventually reach 

ï 17  which is identical with the temperature of the atmosphere, if the boundary 

condition inside the floors is adiabatic.) 
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Figure 3.8: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

80.5 m (21st floor); and (a)-(d) 156.5m (40th floor) for the hot air supply case. 
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Figure 3.9: The directions of flow across the entire 40-story building for the hot air 

supply case. The blue arrows represent the directions of flows that are not 

contaminated by 700  hot air. The red arrows represent the directions of flows that 

are influenced by the 700  hot air. The dotted lines indicate the locations of NPPs 

for the elevator shaft and the stairwells. Only one stairwell is represented (all four 

stairwells are identical and play the same role in the flow pattern). 
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The examination of the mass flow rate variation in and out of both shafts and the 

floors versus elevation shown in Figure 3.10 reveals that the mass flow rates in the 

elevator shaft are far greater than the mass flow rates in the stairwells. Thus, it is logical 

to conclude that the elevator shaft carries more hot gases than the stairwells. The 

elevation of the neutral pressure plane is apparent in this figure where the curves for 

the elevator shaft and stairwells pass through the zero-mass flow rate axis. Based on 

this figure, it is evident that the conservation of mass is satisfied at every floor of the 

building. For instance, below the NPP for the stairwells, the rate at which gases are 

transferred from the outside to each floor is equal to the rate at which gases are 

transferred into the elevator shaft and into the stairwells from each floor; and above the 

NPP for the elevator shaft, the rate at which gases are transferred into each floor from 

the elevator shaft and from the stairwells is equal to the rate at which gases are 

transferred from each floor to the atmosphere.  

Figures 3.12 to 3.14 compare the results provided by FDS and COSMO showing 

that the magnitudes of the variations in mass flow rates obtained with FDS are found 

to be slightly smaller than those obtained with COSMO. (Note that we did not run 

COSMO but used the data from Ref. [4].) This could result from the minor differences 

in the loss coefficient (ὑ  used in the two models. In the COSMO program, it is called 

the discharge coefficient (ὅ), and the relationship between the loss coefficient and the 

discharge coefficient is:  

ὅ
ρ

Ѝὑ
 

The correlation between the pressure difference Ўὖ and the loss coefficient is: 
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Ўὖ
ρ

ς
ὑ”ὺ 

And the relationship between the pressure difference Ўὖ  and the discharge 

coefficient is: 

Ўὖ
”ὺ

ςὅ
 

where ὺ is the velocity of flow in the leakage path, ” is the density of the flow in 

the leakage path. 

In the FDS simulation, K is specified as equal to 2.778 corresponding to that ὅ is 

equal to 0.6. However, ὅ is not indicated explicitly in the COSMO example. Therefore, 

this could explain the discrepancies observed in Figures 3.12 to 3.14. Also, it would be 

reasonable to suggest that ὅ is greater than 0.6 in the COSMO example, if   Ўὖ and ” 

are consistent in both models, since the greater the ὅ , the greater the ὺ that will 

thereby lead to a larger value of mass flow rate for COSMO example as shown in 

Figures 3.12 to 3.14. 

Another possible reason that may explain the smaller numerical values for the 

mass flow rates in the FDS simulation could be due to differences in the specified 

leakage areas between the two models according to Eq. (3.1), because the cross-section 

area of leaks is dependent on the wall area of the elevator shaft and the stairwells, and 

there is no information regarding the exact dimensions of the elevator shaft and the 

stairwells in the COSMO example. Finally, the discrepancies could be attributed to the 

difference in the absolute pressure obtained by two models that will be discussed in the 

following paragraphs regarding the pressure comparison. 
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Figure 3.10: Elevation versus mass flow rate for each floor for the hot air supply 

case. Note that: (1) the black curve indicates the mass flow rates between the floors 

and the outside; (2) the red curve represents the mass flow rates between the floors 

and the elevator shaft; (3) the blue curve represents the mass flow rates between the 

floors and the stairwells. Negative values are inflow; positive values are outflow. 

 

Figure 3.11: Elevation versus mass flow rate for each floor for the COSMO example 

[4]. Note that the data in Ref. [4] is only available above the second floor. See the 

caption of Fig. 3.9.  
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Figure 3.12: Comparison of results obtained with FDS and COSMO ï mass flow rate 

between the floors and the exterior. 

 

Figure 3.13: Comparison of results obtained with FDS and COSMO ï mass flow rate 

between the floors and the elevator shaft. 
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Figure 3.14: Comparison of results obtained with FDS and COSMO ï mass flow rate 

between the floors and the stairwells. 

 

Figure 3.15 compares the total vertical mass flow rates of the gases throughout the 

elevator shaft and the stairwells. It is obvious that the total vertical mass flow rate is 

much more in the elevator shaft than in the stairwells. Additionally, the amount of air 

that is carried to the upper part of the building (Note that the upper part of the building 

here means the part that is above their respective NPPs) is approximately seven times 

greater in the elevator shaft than in the stairwells which is similar to the outputs of the 

COSMO case shown in Figure 3.16. Thus, the elevator shaft providing the preferred 

path for the gases is the major ñpolluterò for the upper floors. The FDS predictions for 

the vertical mass flow rates inside both shafts are slightly smaller than those obtained 

in the COSMO example. This is consistent with the results presented in Figures 3.12 

to 3.14 where lower numerical values of mass flow rate are obtained by FDS. The 
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elevation of the NPPs for each shaft is located where the respective curves reach the 

maximum value and the flow between the shafts and the floors reverses direction. 

Furthermore, COSMO predicts the locations of the NPPs to be at 35th floor and 24th 

floor for the elevator shaft and the stairwells, respectively. And the NPP for the 

stairwells in FDS is located at the 24th floor which is the same as in COSMO. However, 

the locations of the NPP for the elevator shaft calculated in FDS and COSMO are not 

exactly the same. In the FDS simulation, the NPP for the elevator shaft is located 

between the 36th floor and the 37th floor which is a floor higher than that in the 

COSMO example. This could be attributed to the fact that the lower total vertical mass 

flow rate in elevator shaft calculated by FDS diminishes the accumulation process in 

the upper part of the elevator shaft so that the pressure in the elevator shaft is only 

higher than the pressure inside the topmost four floors (37th to 40th floor). 

 

Figure 3.15: Elevation versus vertical mass flow rate inside the elevator shaft and 

stairwells for the hot air supply case.  
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Figure 3.16: Elevation versus vertical mass flow rate inside the elevator shaft and 

stairwells for the COSMO example [4]. 

 

Figure 3.17: Comparison of results obtained with FDS and COSMO ï elevation 

versus vertical mass flow rate inside the elevator shaft. 
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Figure 3.18: Comparison of results obtained with FDS and COSMO ï elevation 

versus vertical mass flow rate inside the stairwells. 

 

The distributions of the absolute pressure, gauge pressure inside the floors, the 

elevator shaft and the stairwells, and the pressure differences across the escape 

stairwells for the hot air supply case are plotted in Figures 3.19, 3.25 and 3.26. 

According to Figure 3.25 and Figure 3.26, the maximum pressure difference between 

the stairwells and the floors above the neutral pressure plane for the stairwells is about 

92 Pa. And the over-pressure across the fire escape doors exceeds 78 Pa above the 38th 

floor. In addition, the open direction of fire escape doors is normally designed toward 

fire escape stairwells, thus resulting in the fact that it would be difficult for the 

occupants at the topmost two floors (39th floor and 40th floor) to open the fire escape 

doors and evacuate. Moreover, the pressure within the floors is lower than the pressure 
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inside the elevator shaft above the NPP for the elevator shaft. Therefore, the hot air is 

forced into the upper floor spaces from the elevator shaft. Below their respective NPPs, 

the absolute pressure in the floors is much higher than in both shafts because of the 

strong stack effect augmented by the ground-floor fire. Consequently, both shafts are 

filled with hot air from the fire floor and the lower floors will not be contaminated by 

hot air from the two vertical shafts.  

According to Figure 3.19 and Figure 3.20, the trends of the absolute pressure 

distribution presented here looks nearly the same as those shown in the COSMO 

example. And the comparisons of the absolute pressure distribution are plotted in 

Figures 3.21 to 3.24. Based on these figures, it is apparent that the atmospheric 

pressures obtained with FDS and COSMO are the same. However, the absolute 

pressure reported by FDS for the floors, the elevator shaft and the stairwells are less 

than those obtained by COSMO. This could be explained by the temperature disparities 

reported by the two models, since the temperature plays a significant role in impacting 

the pressure inside building and more detail information will be discussed in the next 

few paragraphs regarding the temperature comparison. Moreover, in the COSMO case, 

the pressure differences between the fire floor and the stairwells and the elevator shaft 

are around 400 Pa and 600 Pa, respectively. However, in the FDS simulation, the 

pressure differences between the fire floor and the stairwells and the elevator shaft are 

only around 310 Pa and 360 Pa, respectively. Additionally, the pressure differences 

across the stairwell doors and the elevator doors are always less in the FDS case than 

in the COSMO case throughout the entire height of the building (except the pressure 

difference cross the stairwell doors at its NPP location due to the same NPPs for 
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stairwells in both cases). Hence, according to Eq. (3.1), this explains the lower values 

of the mass flow rate provided by FDS. 

 

Figure 3.19: Elevation versus absolute pressure inside the high-rise building for the 

hot air supply case. 

 

 

Figure 3.20: Elevation versus absolute pressure for the COSMO example [4]. 
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Figure 3.21: Comparison of results obtained with FDS and COSMO ï absolute 

pressure distribution inside the floors. 

 

Figure 3.22: Comparison of results obtained with FDS and COSMO ï absolute 

pressure distribution inside the elevator shaft. 
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Figure 3.23: Comparison of results obtained with FDS and COSMO ï absolute 

pressure distribution inside the stairwells. 

 

 

Figure 3.24: Comparison of results obtained with FDS and COSMO ï atmospheric 

pressure distribution. 
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Figure 3.25: Elevation versus gauge pressure (defined as the absolute pressure with 

respect to the atmospheric pressure taken at the same elevation) inside the high-rise 

building for the hot air supply case. 

 

 

Figure 3.26: Elevation versus pressure differences between the stairwells and the 

floors for the hot air supply case. (Pressure differences = the pressure inside the 

stairwells ï the pressure inside the floors.) 
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Figure 3.27 shows the distributions of temperature within the floors, the elevator 

shaft, and the stairwells. The temperature variations inside the floors drop rapidly from 

the ground floor temperature as cold air enters the floors from the atmosphere. Above 

the NPP for the floors, the temperature inside floors are increased as hot air is drawn 

from the elevator shaft and the stairwells and escapes to the outside atmosphere through 

the floor leaks. In addition, the temperature of gases in the elevator shaft and the 

stairwells gradually decreases from the lower floors to the upper floors, because the 

higher pressure within the floor spaces below NPP for the stairwells results in cold air 

spreading into the shafts. Moreover, when the hot air reaches about the sixth floor, the 

temperature inside the four egress stairwells decreases to a point which is less than 80  

meaning that it will not cause hyperthermia in a short amount of time (10 minutes) [14]. 

However, the temperature throughout the entire height of the stairwells is always 

greater than 40 , so the smoke fills  in the stairwells meaning that evacuees are 

potentially hurt by the toxicity of the fire smoke. In addition, the increased temperature 

inside the elevator shaft and the stairwells enhances the air buoyancy force, and thereby 

strengthens the stack effect inside the building. Therefore, greater mass flow rates 

between each space are observed in the hot air case (Figure 3.10) than in the case 

without fire (Figure 3.3).  
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Figure 3.27: Elevation versus temperature inside the high-rise building for the hot air 

supply case.  

 

Figure 3.28: Elevation versus temperature for the COSMO example [4]. Note that the 

distribution of temperature inside the floor space is not provided in Ref. [4]. 
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According to Figures 3.29 to 3.30, the trends of the temperature for the stairwells 

and the elevator shaft illustrated here are practically identical as the profiles for the 

COSMO case, but there is significant difference in the magnitude of the temperatures 

obtained with two models. This could be attributed to three reasons. First, the 

assumptions and the radiation heat transfer models that applied in the two models are 

different. (For instance, the COSMO model assumes that the flow of smoke in all 

vertical shafts within the building is one-dimensional and varies only with vertical 

height, whereas FDS which is based on CFD calculates the flow in a three-dimension 

way. In addition, the temperature change of gases through openings is assumed to be 

negligible in the COMSO simulation, but the HVAC network model in FDS solves the 

equation for the conservation of energy. Also, the radiation heat transfer models are 

different in FDS and COSMO. The absorption coefficient of combustion gas can be 

specified in the COSMO simulation, but the absorption of the hot air cannot be 

specified in FDS.) Second, the boundary conditions that are specified in the two models 

are different. All the interior surfaces of the building in the COSMO model are 

isothermal whereas only the interior surfaces of the walls are isothermal in the FDS 

model. (The floors and ceilings are treated as adiabatic, so it is reasonable to suggest 

that the output of the temperature inside the lower floor spaces is lower in FDS resulting 

in the fact that the temperatures inside both vertical shafts are also lower compared with 

the COSMO example. Note that: (1) this adiabatic boundary condition is specified for 

the purpose of avoiding any errors that would exist at the interfaces of meshes during 

the FDS simulation; (2) the boundary conditions inside both shafts are nearly the same 

for the FDS case and the COSMO example, because there are not any floors and 
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ceilings inside them except for the building ground floor and the building top ceiling.) 

Finally, the different constructions of the two models, such as the areas of the elevator 

shaft and the stairwells, the distribution of the leaks and the locations of the diagnosisôs 

devices could potentially impact the calculation for temperature. Therefore, taken 

together, it is observed that the temperature drops more dramatically from the fire floor 

to the elevator shaft and stairwells in the FDS simulation (more energy loss) and the 

temperatures for the stairwells and the elevator shaft reported by FDS are always less 

than those reported by COSMO throughout entire height of the building. Furthermore, 

these lower temperature values could lead to less pressures in the elevator shaft and the 

stairwells and to a weaker stack effect compared to the COSMO example as we 

discussed above.  

 

Figure 3.29: Comparison of results obtained with FDS and COSMO ï temperature 

distribution within the elevator shaft. 
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Figure 3.30: Comparison of results obtained with FDS and COSMO ï temperature 

distribution within the stairwells. 

 

In conclusion, the outputs provided by FDS and COSMO are qualitatively the 

same suggesting that the hot air/fire smoke spreads to the elevator shaft, the stairwells, 

and the upper floor spaces from the ground floor. Additionally, the discrepancies 

between results obtained with the FDS and COSMO models remain small and can be 

explained by the differences in the modeling assumptions between the two programs 

and slight differences between the model geometries and boundary conditions. 

 

 



 

 

44 

 

Chapter 4: Fire Cases 

4.1 Case 3: 10 MW Design Fire  

We now turn to the simulation of more realistic fire conditions. According to the 

conservation of energy, a propane fire with an HRR of 3.4 MW would be expected to 

create the same condition as the surrogate fire conditions described above, as long as 

the configuration of the high-rise building and the atmospheric conditions are kept 

unchanged (and the oxygen inside the fire floor is infinite). The hand calculations are 

as follows: 

 

The first-floor area without the elevator shaft and the stairwells is chosen as the 

control volume. For the hot air case, according to conservation of mass, at steady 

state, the total amount of air that is imposed into the first-floor space per unit time 

is equal to the total amount of air that leaves the first-floor space per unit time: 

 

ά ά ά  πȢπυφυυτ σȢπυρ ὯὫȾί 

 

According to the conservation of energy, at steady state, the rate of the total amount 

of energy that is added into the control volume by the hot air is equal to the rate of 

the total amount of energy that is reduced by outflow: 

 

ά ὧ Ὕ ά ὧ Ὕ ά  ὧ  Ὕ  

σȢπυρρȢρτρχχππςχσ σσψωȢςψ Ὧὡ σȢτ ὓὡ 
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Figure 4.1: Mass flow directions for the first-floor control volume at steady state 

for the hot air case. 

 

Assume that there is only outflow through leakage paths in the control volume 

under the design fire condition, so based on the conservation of the energy: 

ὗ ά ὧ Ὕ σȢτ ὓὡ 

Therefore, a design fire with a HRR of 3.4 MW would create similar conditions 

inside the fire floor. However, considering the depletion of the oxygen, when the 

condition inside the control volume becomes steady, there would be cold fresh air 

entering into the control volume. Therefore, in the real simulations, this fire will 

not produce similar conditions inside the building and thereby a fire with higher 

HRR value is required to keep the similar conditions inside the fire floor. (This 

calculation is to give a sense of the energy released by the hot air supply and the 

corresponding fire size to readers.)  

By assuming that the first floor is a shopping center and according to Ref.[17], an 

ultra-fast t-square 10 MW fire is going to be specified inside the fire floor, and the 

fuel selected here is propane (chemical formula: C3H8). According to Eq. (2.2), the 

time to reach 10 MW can be calculated: 
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ὸ
ρππππ Ὧὡ

πȢρψχψ 
ςσρ ί 

So, TAU_Q is specified as equal to 231 in the FDS codes. 

 

Now, let us estimate when the oxygen inside the control volume will be 

completely consumed: 

Assume that the oxygen mass loss to the stairwells, the elevator shaft and the 

outside is neglectable and that under-ventilation condition would not occur prior 

to the oxygen level going to 0, the time required to consume the initial amount of 

oxygen contained inside the first-floor control volume can be calculated:  

The total volume of the control volume is: 

ὠ τπυπ τ τ τ ρπψ τ χτςτ ά  

Assume ideal gas conditions, the total amount of oxygen inside the control volume 

is: 

ὲ ȟ χτςτ ά πȢςρςςȢτ ὒȾάέὰφωφππ άέὰ 

From 0 s to 231 s, the total energy released by the design fire is: 

ὗ ρππππ
ὸ

ςσρ
Ὠὸχχππππ Ὧὐ 

And during this time, the amount of oxygen that is be consumed is: 

ὲ ȟ χχππππὯὐρσȢρ ὯὐȾὫ σς ὫȾάέὰρψσφ άέὰ 

After 231 s, the oxygen that is left in the control volume is: 

ὲ ȟ φωφππ άέὰρψσφ άέὰφχχφτ άέὰ 

The simplified combustion equation (ignore the soot) for propane is: 
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ὅὌ υὕ ᴼσὅὕ τὌὕ 

FDS reports that the mass flow rate of the fuel is 220 g/s, so 5 mol/s of propane is 

consumed corresponding to the fact that 25 mol/s of oxygen will  be consumed. 

Hence, the time for consuming the rest of the oxygen after 231 s is: 

ὸ φχχφτ άέὰςυ άέὰȾί ςχρπ ί 

Therefore, the total time required for consuming the oxygen is: 

ὸ ςσρ ί ςχρπ ί ςωτς ί 

So, after 2942 s, there will be fresh air entering into the fire floor. 

 

The development of the heat release of the design fire is shown in Figure 4.2. The 

fully developed state is reached at 231 seconds as specified, but the HRR declines 

evidently after around 700 seconds due to the depletion of the oxygen and the design 

fire becomes under-ventilated followed by a phase in which the HRR reaches back to 

around 10 MW due to the flames migrating to oxygen-rich locations (see below). At 

3600 s of the simulation time, based on the results provided by FDS, the global 

equivalence ratio of the design fire is: 

 
ὃὊϳ

ὃὊϳ

τȢχφυ ςψȢψψ
ττ
ςȢτ
πȢςς

ρȢτ 

So, the design fire is under the fuel rich/under-ventilation condition at 3600 s. 

Furthermore, it is noticed that in Smokeview the flame leaves the specified burner 

surface, migrates to the fire floor leak towards the outside, and intrudes into the elevator 

shaft when the design fire becomes under-ventilated for the purpose of having more 

oxygen. 
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Figure 4.2: The time variations of the heat release rate of the ultra-fast t-square 

10 MW fire. 

For this fuel rich case, the time evolutions of the gauge pressure and temperature 

within the floors, the elevator shaft, and the stairwells at the heights of 0.5 m (1st floor), 

80.5 m (21st floor), and 156.5m (40th floor) are shown in Figure 4.3. According to 

Figure 4.3-(c), the pressure inside the fire floor reaches a peak value at around 245 s of 

the simulation time which is after a few seconds when the HRR reaches the maximum 

value. The decline of the pressure is owing to the fact that the oxygen inside the fire 

floor is not enough for supporting the design fire and the HRR is thereby decreased. 

Hence, the huge amount of outflow from fire floor to the outside along with the 

decreased HRR drops the pressure inside the fire floor, and the cold fresh air is then 

drawn into fire floor until the inside gauge pressure becomes negative. Additionally, 

from these graphs, the quasi-steady state of the entire building is approximately 

achieved after 2000 s. Considering the different phenomena at different stage of the 

design fire, the graphs that are demonstrated below in this section are from the FDS 

results at 245 s and 3600 s.  
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Figure 4.3: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

80.5 m (21st floor); and (a)-(d) 156.5m (40th floor) for the fuel rich case. 
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Figure 4.4: The directions of flow across the entire 40-story building for the fuel rich 

case at 245 s. Note that: (1) the blue arrows represent the directions of flows that are 

not contaminated by the hot smoke; (2) the red arrows represent the directions of 

flows that are influenced by the hot smoke; (3) the dotted lines indicate the locations 

of NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one stairwell 

is represented (all four stairwells are identical and play the same role in the flow 

pattern). 



 

 

51 

 

Figure 4.4 shows the flow patterns across the building leaks and vents at 245 s. 

According to the red arrows, the fire smoke generated inside the first floor enters the 

stairwells, the elevator shaft and the outside, and migrates into upper floors that are 

above the NPP of the stairwells. The blue arrows demonstrate that only fresh cold air 

is drawn into the floor spaces between the fire floor and the 21st floor. Hence, the flow 

directions illustrated here at 245 s are similar to the those in the hot air case at 3600 s. 

The difference is that the NPPs for the stairwells and the elevator shaft lowers to 21st 

floor and the position between the 34th floor and 35th floor, respectively. This could 

be attributed to the fact that more flows were pushed into both two shafts due to the 

greater pressure differences between the floors and the stairwells and the elevator shaft. 

According to Figures 4.6 to 4.8, the over-pressure across the escape stairwells doors is 

3020 Pa and that across the elevator doors is 3080 Pa. These are extremely large 

pressure differences, thus causing a greater mass flow rate depicted in Figure 4.5 at 

first floor. In addition, due to the high pressure inside the fire floor at 245 s which is 

about 2820 Pa greater than the atmospheric pressure, approximately 10.5 kg/s flows 

are pushed into the outside. This is about 27 times greater than the outflow from the 

fire floor in the hot air case at 3600 s. However, the pressure differences between the 

floors and the stairwells and the elevator shaft do not surpass the 78 Pa throughout the 

entire height of the building. Consequently, the evacuees would not have difficulty in 

opening the fire escape doors and escape at this moment. Finally, the temperature 

distributions inside the high-rise at 245 s are demonstrated in Figure 4.9. The 

temperature inside the first floor at the location near the leaks towards the stairwells is 

around 200 . The temperature inside the stairwells is always less than 40  above 
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the 3rd floor meaning that only small amount of the fire smoke is transported in the 

stairwells and thus the evacuees would not be seriously affected at this time. 

Additionally, the more evident decline in the temperature in the upper part of the 

elevator shaft may be attributed to the combined effect that more cold air being drawn 

into elevator shaft compared to the inflow of hot smoke and large amounts of gases 

escaping through the top elevator vent.  

In a word, the conditions inside the building are still acceptable at 245 s and the 

interesting part is the very high pressure inside the fire floor developing a greater mass 

flow rate between each space on the first floor. 

 

Figure 4.5: Elevation versus mass flow rate for each floor for the fuel rich case at 

245 s. Note that: (1) the black curve indicates the mass flow rates only between the 

floors and the outside; (2) the red curve represents the mass flow rates only between 

the floors and the elevator shaft; (3) the blue curve represents the mass flow rates 

only between the floors and the stairwells. Negative values are inflow; positive values 

are outflow. 
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Figure 4.6: Elevation versus absolute pressure inside the high-rise building for the 

fuel rich case at 245 s. 

 

Figure 4.7: Elevation versus gauge pressure inside the high-rise building for the fuel 

rich case at 245 s. 
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Figure 4.8: Elevation versus pressure differences between the stairwells and the 

floors for the fuel rich case at 245 s. (Pressure difference = the pressure inside the 

stairwells ï the pressure inside the floors.) 

 

Figure 4.9: Elevation versus temperature inside the high-rise building for the fuel 

rich case at 245 s. 
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By comparing the absolute pressure on the two sides of every leakage path, the 

mass flow directions between each individual space at 3600 s are shown in Figure 4.10. 

The red arrows illustrate that the fire smoke is spreading into not only the elevator shaft 

but also the stairwells which means that these fire escape stairwells would be unsafe 

for occupants to evacuate. Also, the red arrows show that hot smoke is forced into the 

floors above the 23rd floor from the stairwells and into the floors above the 35th floor 

from the elevator shaft resulting in a polluted environment in these areas. Hence, 

occupants inside these floor spaces need to evacuate and some smoke control strategies 

must be applied to the building in order to ensure safe egress. According to the blue 

arrows, only cold air from the atmosphere is drawn into the floor space between the 

fire floor and the 24th floor so that occupants are safe and will not be influenced by hot 

smoke (as long as the structure is not damaged by the fire and the fire is extinguished 

before it spreads into upper floors). These arrows also suggest that the fire smoke does 

not escape to the outside atmosphere through the first-floor leaks but only through the 

upper-floor leaks and roof vents. This is because, according to Figures 4.12 to 4.14, the 

gauge pressure inside the fire floor is negative resulting from the depletion of the 

oxygen and the fact that the fire needs the support of oxygen from the atmosphere.  

Figure 4.11 provides the mass flow rate in and out of both shafts and the floors at 

3600 s. It shows that the NPP for the elevator shaft is the same as that found in the hot-

air-supply case. The NPP for the stairwells lowers slightly to the location between the 

23rd floor and the 24th floor for the fuel rich case at 3600 s. Furthermore, based on the 

mass flow rate presented in Figure 4.11, it is apparent that the amount of fire smoke is 
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greater in the elevator shaft than in the stairwells due to the greater mass flow rate of 

air from the floors to the elevator shaft. However, compared to the hot-air-supply case, 

all the mass flow rates are higher in this case. This could be explained by the fact that, 

even if the gauge pressure inside the fire floor is negative, the greater pressure 

differences between the fire floor and the stairwells (530 Pa) and the elevator shaft (490 

Pa) leads to a stronger stack effect in the building.  

 

 



 

 

57 

 

Figure 4.10: The directions of flow across the entire 40-story building for the fuel 

rich case at 3600 s. Note that: (1) the blue arrows represent the directions of flows 

that are not contaminated by the hot smoke; (2) the red arrows represent the directions 

of flows that are influenced by the hot smoke; (3) the dotted lines indicate the 

locations of NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one 

stairwell is represented (all four stairwells are identical and play the same role in the 

flow pattern). 

 

Figure 4.11: Elevation versus mass flow rate for each floor for the fuel rich case at 

3600 s. See the caption of Fig. 4.5.  

 

 

As shown in Figures 4.12 and 4.13, the absolute and gauge pressure curves for 

this case at 3600 s are similar to those obtained in the hot-air-supply case. However, 



 

 

58 

 

the gauge pressure at the fire floor illustrated in Figure 4.13 is negative, and the curves 

in Figure 4.12 show that the pressure inside the fire floor is lower than the atmospheric 

pressure. This is the reason why fresh cold air is drawn from the atmosphere to feed 

the design fire and no smoke escapes through the fire floor leakage path. Therefore, 

this result is not identical to the surrogate fire case that creates a positive 10 Pa gauge 

pressure on the ground floor. According to Figure 4.14, above the 28th floor, the 

pressure difference across the fire escape door exceeds 78 Pa and the maximum 

pressure difference is more than 250 Pa on the topmost floor which means that 

occupants would have extreme difficulty in opening the fire egress doors and evacuate 

if no smoke control plans are used for the building.    

 

Figure 4.12: Elevation versus absolute pressure inside the high-rise building for the 

fuel rich case at 3600 s. 
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Figure 4.13: Elevation versus gauge pressure inside the high-rise building for the fuel 

rich case at 3600 s. 

 

 

Figure 4.14: Elevation versus pressure differences between the stairwells and 

the floors for the fuel rich case at 3600 s. (Pressure difference = the pressure inside 

the stairwells ï the pressure inside the floors.) 
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Figure 4.15 shows the temperature distribution for this case. (Note that the 

location of the temperature device has an influence on the temperature output in FDS 

due to the fact that the temperature inside a fire room is not uniformly distributed. The 

temperature devices of the floors are located near to the floor leaks towards the 

stairwells for the purpose of monitoring the temperature of gases in and out the floors 

from the stairwells.) The temperature of gases inside the floors decreases from the 

ground floor as height increases, but it increases as height increases above the neutral 

pressure plane for the stairwells due to hot smoke drawn into these upper floors. 

Additionally, the temperatures of gases in both shafts at the top of the building are still 

featuring high values (above 40 ) indicating that smoke is present in both shafts, so 

it would potentially lead to incapacitation if the exposure time is long. Finally, the 

shapes of the temperature curves are nearly the same as those of the surrogate fire case.  

To sum up, at 3600 s, this design fire case results in more serious conditions within 

the building compared those obtained with the hot-air-supply case. The major 

difference between the two cases discussed above is that fresh cold air enters the fire 

floor to support the combustion of propane due to the negative gauge pressure in the  

case at 3600 s, whereas the hot air is pushed out of the ground floor due to the positive 

gauge pressure in the hot-air-supply case.    

 



 

 

61 

 

 

Figure 4.15: Elevation versus temperature inside the high-rise building for the fuel 

rich case at 3600 s. 

 

 

 

 

 

 

 

 

 

 

 



 

 

62 

 

4.2 Case 4: 2.5 MW Design Fire 

As the discussion above, it turns out that the 10 MW design fire finally becomes 

a fuel rich/under-ventilated fire. Now, a 2.5 MW ultra-fast t-square design fire is going 

to be specified inside the first floor for the purpose of simulating a fuel lean/over-

ventilated condition.  

 

According to Eq. (2.2), the time to reach 2.5 MW can be calculated: 

ὸ
ςυππ Ὧὡ

πȢρψχψ 
ρρυ ί 

So, TAU_Q is specified as equal to 115 in the FDS codes. 

 

According to the FDS outputs, the global equivalence ratio of this case at 3600 s 

is: 
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So, the fuel lean condition is created in this case.  

 

The development of the heat release rate for this case is shown in Figure 4.16. The 

fire reaches the fully developed stage at 115 s which is the same as the value specified 

in the FDS codes. Additionally, the HRR is always around 2.5 MW which means that 

the fire is over-ventilated condition. Also, from the Smokeview animation of this case, 

the flame does not migrate to other locations from the burner surface during the entire 

simulation time.  



 

 

63 

 

 

 

Figure 4.16: The time variations of the heat release rate of the ultra-fast t-square 

2.5 MW fire. 

 

The time variations of the gauge pressure and the temperature inside three 

representative floors are demonstrated in Figure 4.17. The quasi-steady state is reached 

approximately after 2000 s. The pressure inside the fire floor reaches the peak value at 

130 s which is a few seconds after the fire reaches the fully developed stage. The 

discussion in this section will include the results provided by FDS at 130 s and 3600 s 

due to the two different conditions.  

 

 



 

 

64 

 

 

Figure 4.17: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

80.5 m (21st floor); and (a)-(d) 156.5m (40th floor) for the fuel lean case. 
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Figure 4.18: The directions of flow across the entire 40-story building for the fuel 

lean case at 130 s. Note that: (1) the blue arrows represent the directions of flows that 

are not contaminated by the hot smoke; (2) the red arrows represent the directions of 

flows that are influenced by the hot smoke; (3) the dotted lines indicate the locations 

of NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one stairwell 

is represented (all four stairwells are identical and play the same role in the flow 

pattern). 
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At 130 s, according to Figures 4.18 to 4.23, the results here are similar to the 

results obtained by the 10 MW fire case at 245 s and the main differences are the 

magnitudes of the mass floor rate, the pressure and the temperature.  

Figure 4.18 shows that the fire smoke generated inside the first floor migrates 

directly to the exterior through the fire floor leakage path, spreads into the two shafts 

through their respective leaks, then enters the upper floors and leaves the building 

thought the top vents and the upper floor leaks. Moreover, this figure illustrates that the 

NPP for the stairwells is located between the 23rd floor and 24th floor and the NPP for 

the elevator shaft is located between the 36th floor and 37th floor.  

Based on Figure 4.19, the mass flow rate though the fire floor leak is about 4.6 

kg/s and this is approximately 11 times greater than the outflow through the fire floor 

leak for the hot air case at 3600 s and approximately 2 times less than the outflow 

through the fire floor leak for the 10 MW design fire case at 245 s.  

Figures 4.20 to 4.22 show that the over-pressure inside the first floor is around 

620 Pa for the stairwells and 640 Pa for the elevator shaft. Additionally, the maximum 

over-pressure across the stairwell escape doors is only 61 Pa which means that at this 

stage occupants can open the stairwell escape door and evacuate.  

Figure 4.23 demonstrates that the temperature inside the entire stairwells is below 

40 , so even though the flow patterns indicates that the fire smoke enters into the 

stairwells, this temperature suggests a small amount of fire smoke that would not affect 

the evacuees at this moment.     
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Figure 4.19: Elevation versus mass flow rate for each floor for the fuel lean case at 

130 s. See the caption of Fig. 4.5. 

 

 

Figure 4.20: Elevation versus absolute pressure inside the high-rise building for the 

fuel lean case at 130 s. 
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Figure 4.21: Elevation versus gauge pressure inside the high-rise building for the fuel 

lean case at 130 s. 

 

Figure 4.22: Elevation versus pressure differences between the stairwells and the 

floors for the fuel lean case at 130 s. (Pressure difference = the pressure inside the 

stairwells ï the pressure inside the floors.) 
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Figure 4.23: Elevation versus temperature inside the high-rise building for the fuel 

lean case at 130 s. 

At 3600 s, Figure 4.24 depicts that the fire smoke follows same paths as previous 

cases and contaminates both vertical shafts and the upper floors. And similar to the 10 

MW design fire case at 3600 s, the smoke does not escape the fire floor to the outside 

directly through the fire floor leak due to the demand for oxygen. Furthermore, 

compared with this case at 130 s, the NPPs for stairwells and the elevator shaft do not 

change.  

Owing to the lower pressure differences between the floors and the stairwells and 

the elevator shaft shown in Figures 4.26 to 4.28 (compared with 10MW design fire case 

at 3600 s), the results in Figure 4.25 suggests that the mass flow rate between these 

areas are lower. Additionally, the maximum pressure difference across the stairwell 

doors is 142 Pa and the stairwell over-pressure exceeds 78 Pa above 32nd floor. Thus, 

it is difficult for occupants inside the upper floors to evacuate.  
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The trends of the temperature distribution inside the building shown in Figure 4.29 

are similar to those of the previous cases. The figure illustrates that the temperature 

maintains a high value (above 40 ) throughout the entire height of stairwells which 

means that the stairwells are filled with fire smoke and thereby will potentially hurt 

occupants. 

In conclusion, compared to the10 MW design fire case, there are not many 

differences in terms of the flow patterns, the main differences are the magnitudes of the 

mass flow rate, the pressure, and the temperature. In addition, it is observed that the 

larger the fire size, the greater the values for the mass flow rate, the pressure and the 

temperature and thus the stronger the stack effect. 
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Figure 4.24: The directions of flow across the entire 40-story building for the fuel 

lean case at 3600 s. Note that: (1) the blue arrows represent the directions of flows 

that are not contaminated by the hot smoke; (2) the red arrows represent the directions 

of flows that are influenced by the hot smoke; (3) the dotted lines indicate the 

locations of NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one 

stairwell is represented (all four stairwells are identical and play the same role in the 

flow pattern). 
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Figure 4.25: Elevation versus mass flow rate for each floor for the fuel lean case at 

3600 s. See the caption of Fig. 4.5. 

 

 

Figure 4.26: Elevation versus absolute pressure inside the high-rise building for the 

fuel lean case at 3600 s. 
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Figure 4.27: Elevation versus gauge pressure inside the high-rise building for the fuel 

lean case at 3600 s.  

 

Figure 4.28: Elevation versus pressure differences between the stairwells and the 

floors for the fuel lean case at 3600 s. (Pressure difference = the pressure inside the 

stairwells ï the pressure inside the floors.) 
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Figure 4.29: Elevation versus temperature inside the high-rise building for the fuel 

lean case at 3600 s. 
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4.3 Case 5: Design Fire at the Height of NPP 

Now, we are going to elevate the design fire to a high elevation that is near the 

height of the NPP for the floors in order to see some different phenomena. The NPP 

for the floors is located between 35th and 36th floor, so the design fire is specified on 

the 35th floor for this case and the fire size is 2.5 MW. 

The developments of the heat release rate inside the four stairwells, the elevator 

shaft and the fire floor are illustrated in Figure 4.30. The HRR inside the stairwells 

keeps zero throughout the entire simulation time. The HRR inside the elevator shaft 

increases after about 2700 s which indicates that the flame intrudes into the elevator 

shaft. And this is consistent with what is shown in Smokeview. The summation of the 

HRR in these spaces is equal to the total HRR calculated by FDS (this can be found in 

hrr.csv file) that is shown in Figure 4.31. Therefore, according to this figure, it is 

concluded that there is unburnt fuel inside the fire floor which means that the condition 

inside the fire floor turns to be fuel rich/under-ventilated after around 2600 s. And the 

globe equivalence ratio for this case at 3600 s is: 
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Figure 4.30: The time variations of the heat release rate inside: (a)-(d)-(b)-(e) the 

four stairwells; (c) the elevator shaft; and (f) the floor space for Case 5. 
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Figure 4.31: The time variations of the total heat release rate for Case 5. 

 

The time variations of the gauge pressure and the temperature inside the floors, 

the stairwells, and the elevator shaft on the 1st floor, 35th floor and 40th floor are shown 

in Figure 4.32. The gauge pressure and the temperature on the first floor are still 

evidently changing at 3600 s, since the cold fresh air is continuously drawn into the 

first floor. Additionally, because of the adiabatic boundary condition, it is reasonable 

to predict that the temperature inside the lower floor space will eventually reach ï 17  

which is as same as the atmospheric temperature. On the fire floor, the gauge pressure 

reaches its peak value at approximately 126 s. Due to the fact that the fire size decreases 

after reaching its fully developed stage, the gauge pressure and the temperature inside 

the stairwells on topmost floor initially increases and then declines. Also, the condition 

inside the whole building does not become steady at 3600 s.  Considering the different 

phenomena, the outputs that is discussed in the following paragraphs are chosen at 126 

s and 3600 s. 
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Figure 4.32: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

136.5 m (35th floor); and (a)-(d) 156.5m (40th floor) for Case 5. 
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Figure 4.33: The directions of flow across the entire 40-story building for Case 5 at 

126 s. Note that: (1) the blue arrows represent the directions of flows that are not 

contaminated by the hot smoke; (2) the red arrows represent the directions of flows 

that are influenced by the hot smoke; (3) the dotted lines indicate the locations of 

NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one stairwell is 

represented (all four stairwells are identical and play the same role in the flow 

pattern). 
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According to Figure 4.33, the lower part of the building is free of smoke whereas 

the floors above the 35th floor are all contaminated by the fire smoke at this moment. 

Inside the stairwells, there are two neutral pressure planes. The NPP located between 

the 23rd floor and the 24th floor is due to the natural stack effect and the additional 

NPP located between the 35th floor and the 36th floor is caused by the design fire that 

creates outflows towards stairwells from the fire floor. The NPP for the elevator is 

located between the 36th floor and 37th floor.  

The mass flow rate towards the outside is around 5.1 kg/s based on Figure 4.34 

due to the high gauge pressure inside the fire floor (about 520 Pa) shown in Figures 

4.35 to 4.36. Additionally, Figure 4.37 shows that the pressure difference across the 

stairwell doors and the elevator doors are around 490 Pa and 520 Pa. So, the fire floor 

conditions are very similar to those of Case 4. Additionally, the maximum over-

pressure inside the stairwells is only 63 Pa which means that the evacuees do not have 

difficulty in opening the stairwell escape door and evacuating. 

The temperature distributions inside the building are shown in Figure 4.38. The 

low temperature throughout the entire height of the elevator shaft and the stairwells 

results from the more atmospheric cold air than the hot fire smoke spreading into both 

shafts.  Therefore, the density of the smoke inside the escape stairwells is too low so 

that it could be neglected. Consequently, occupants are able to safely evacuate at this 

stage.  
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Figure 4.34: Elevation versus mass flow rate for each floor for Case 5 at 126 s. See 

the caption of Fig. 4.5. 

 

 

Figure 4.35: Elevation versus absolute pressure inside the high-rise building for Case 

5 at 126 s. 
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Figure 4.36: Elevation versus gauge pressure inside the high-rise building for Case 5 

at 126 s. 

 

Figure 4.37: Elevation versus pressure differences between the stairwells and the 

floors for Case 5 at 126 s. (Pressure difference = the pressure inside the stairwells ï 

the pressure inside the floors.) 
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Figure 4.38: Elevation versus temperature inside the high-rise building for Case 5 at 

126 s. 
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Figure 4.39: The directions of flow across the entire 40-story building for Case 5 at 

3600 s. Note that: (1) the blue arrows represent the directions of flows that are not 

contaminated by the hot smoke; (2) the red arrows represent the directions of flows 

that are influenced by the hot smoke; (3) the dotted lines indicate the locations of 

NPPs for the elevator shaft and the stairwells; (4) for simplicity, only one stairwell is 

represented (all four stairwells are identical and play the same role in the flow 

pattern). 
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Figure 4.34 shows that the stairwells is free of fire smoke. This is because that, 

according to Figure 4.28-(b), when there is unburnt fuel inside the fire floor, the 

pressure inside the stairwells is lower than the pressure inside the fire floor. Hence, fire 

smoke does not enter the stairwells and the existed fire smoke escapes though the 

stairwell top vents to the atmosphere leading to the fact that the stairwells is safe at this 

moment. Moreover, the flame migrates into the elevator shaft, but both HRRs inside 

the elevator shaft and the fire floor are low. The fire with this low HRR is not able to 

increase the pressure at the height between the 36th floor and 37th floor (leading to a 

weaker stack effect between the fire floor and the topmost floor). So, the NPP for the 

elevator shaft is elevated to the position between the 37th floor and the 38th floor.  

The mass flow rates between each space in Figure 4.35 looks similar to those of 

the case without fire/hot air at 3600 s. The difference is that the mass flow rates between 

each space on the fire floor is dramatically decreased for this case due to the fact that 

the design fire create a higher pressure resulting in that the pressure difference between 

each space is lower as shown in Figures 4.36 and 4.37. Additionally, these two figures 

indicate that the maximum over-pressure inside the stairwells at this moment is only 

25 Pa. Consequently, opening the stairwell escape door is not difficult for occupants at 

this time.  Furthermore, the temperature distributions in Figure 4.38 show that the 

temperature inside the stairwells is very low throughout the entire height of the building 

due to the lack of fire smoke. 

To sum up, the conditions at 130 s and 3600 s are both tenable. (According to 

Figures 4.28-(a) and 4.28-(d), the temperature is above 40   and the over-pressure is 

above 78 Pa inside the stairwells from about 500 s to 1000 s.) And the design fire 
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located near the NPP for the floors does not create severe conditions compared with 

the design fire located on the first floor. 

 

Figure 4.40: Elevation versus mass flow rate for each floor for Case 5 at 3600 s. See 

the caption of Fig. 4.5. 

 

 

Figure 4.41: Elevation versus absolute pressure inside the high-rise building for Case 

5 at 3600 s. 
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Figure 4.42: Elevation versus gauge pressure inside the high-rise building for Case 5 

at 3600 s. 

 

Figure 4.43: Elevation versus pressure differences between the stairwells and the 

floors for Case 5 at 3600 s. (Pressure difference = the pressure inside the stairwells ï 

the pressure inside the floors.) 
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Figure 4.44: Elevation versus temperature inside the high-rise building for Case 5 at 

3600 s. 
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Chapter 5:  Fire Cases with Open Doors: Thermal Mixing 

This chapter aims to explore more realistic scenarios (open doors), study the 

thermal mixing in FDS and compare the results with CONTAM and a MATLAB 

program for the same scenarios. The MATLAB code is an in-house solver based on the 

classical flow-pressure coupling, Bernoulli expressions for flow velocity, and a steady 

state assumption, and developed during this project for additional insights and 

understanding. Note that since the FDS model ignores the effects of the stairs and the 

landing platforms (no stairwells and obstruction) inside the stairwells, they are also 

ignored in the MATL AB code for the comparison. Additionally, in CONTAM, the 

ñshaft airflow modelò is used for specifying not only the elevator shaft but also the 

stairwells for the comparison with FDS, and the ñorifice equationò with a pressure 

exponent equal to 0.5 is used for specifying all the leakages and openings. 

5.1 Cases 6: Closed doors  

This first section provides results for the comparison with the following 

simulation. For this case, the 2.5 MW ultra-fast t-square fire is specified to start at the 

60 seconds and no doors are open during the simulation. The configuration of the 

building is not changed, and all the surfaces of the building are adiabatic. The 

configurations and conditions of the model in CONTAM and MATLAB are the same 

as that in FDS. The total simulation time is 600 s for this case, and it takes less than 90 

minutes to complete by Deepthought2 (an HPC cluster provided by UMD). 
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The heat released rate for this case is shown in Figure 5.1. The fire starts at 60 s 

and reaches the maximum HRR at 175 s which takes 115 s as specified (see case 2). 

Also, the fire is over-ventilated throughout the simulation time. 

 

Figure 5.1: The time variations of the heat release rate for case 6. 
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Figure 5.2: Time variations of the gauge pressure and temperature within the floors, 

the elevator shaft, and the stairwells at the heights of: (c)-(f) 0.5 m (1st floor); (b)-(e) 

80.5 m (21st floor); and (a)-(d) 156.5m (40th floor) for case 6. 
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Examinations of the time variations of the gauge pressure and temperature within 

the floors, the elevator shaft, and the stairwells on three representative floors are 

illustrated in Figure 5.3. The pressure inside the fire floor is increased after that the fire 

starts and reaches the peak value at 180 s which is a few second after the fire is fully 

developed. The temperature inside the three spaces on the first floor has an evident 

increment at the end of the simulation. The results from 55 s to 600 s are included in 

the discussion for this section.  

 

Figure 5.3: Elevation versus gauge pressure inside the high-rise building obtained by 

(a) FDS; (b) CONTAM; and (c) MATLAB for case 6 at 55 s. 

 

Figure 5.4: Elevation versus pressure differences between the stairwells and the 

floors obtained by FDS, CONTAM and MATLAB for case 6 at 55 s. 








































































